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Preliminary notes 
The kinetic energy of river currents is weakly researched for the possibility of production of electrical energy. Thus there are very few new suggestions for 
the exploitation of this energy form. This paper shows a method of exploiting the hydrokinetic energy of river currents created by combining the 
traditional water wheel and the Darrieus turbine. The water wheel is used due to its historic and traditional meaning and the Darrieus turbine is added due 
to the increase of the overall power of such a facility. Considering the small dimensions of a micro hydroenergy power plant of this type it is necessary to 
precisely determine the most favorable locations. For these locations the most important data are the speed and depth of the water flow because the power 
in using hydrokinetic energy depends upon the third exponent of speed, and depth is important because the Darrieus turbine is immersed in water. Thus, 
the model of optimizing locations is done based on the data received by measuring the hydrological characteristics of the watercourse using the ADCP 
(Acoustic Doppler Current Profiler) device. 
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Iskorištavanje hidrokinetičkog potencijala rijeka kombinacijom tradicionalnog vodnog kola i Darrieus turbine 
 

Prethodno priopćenje 
Kinetička energija riječnih struja slabo je istražena za mogućnost proizvodnje električne energije. Zbog toga ima malo novih prijedloga za iskorištavanje 
tog oblika energije. Ovdje se prikazuje metoda iskorištavanja hidrokinetičke energije riječne struje koja je nastala kombinacijom tradicionalnog vodnog 
kola i Darrieus turbine. Vodno kolo koristi se zbog povijesno-turističkog značaja, a Darrieus turbina dodaje se zbog povećanja ukupne snage takvog 
postrojenja. S obzirom na male dimenzije mikro hidroelektrane tog tipa potrebno je precizno odrediti najpovoljnije lokacije. Za te lokacije najvažniji je 
podatak o brzini i dubini vodotoka jer snaga pri iskorištavanju hidrokinetičke energije ovisi o trećoj potenciji brzine, a dubina je bitna zbog toga jer se 
Darrieus turbina uranja u vodu. Stoga se model optimizacije lokacija radi na temelju podataka dobivenih mjerenjem hidroloških karakteristika vodotoka 
pomoću ADCP (Acoustic Doppler Current Profiler) uređaja. 
 
Ključne riječi: ADCP metoda, Darrieus turbina, hidrokinetička energija, rijeka Drava, vodno kolo 

 
 
1 
Introduction 
 

In the world hydrokinetic energy is used in various 
ways. But all of them are mostly connected to great 
hydroenergy power plants at sea or ocean where the 
energy of the waves, energy of the tide and the energy of 
the currents is used [1, 2]. In modern times not much is 
said about the exploitation of the hydrokinetic energy of 
rivers for obtaining electrical energy with the help of 
traditional water wheels, even though such forms of 
energy have been used as drive for other machines (to 
drive mills, saw-mills, for irrigation, etc.). Water mills 
used kinetic energy of river currents which is proportional 
to the speed squared of the river current. So they were 
mostly built as floating (pontoon) and anchored objects, at 
a 5 m distance from the river-bank, where the speed of the 
river is greater. Aside from that, the owners chose the 
locations carefully based on experience. The locations 
were usually near the right side of the river bed (seen 
from the spring to the estuary), in places where the river 
bed turns left because this is where the main river current, 
which is in the middle of the river bed, comes nearer to 
the river-bank and enables greater power to the mills. This 
can be seen in Fig. 1 which depicts one of the last mills on 
the River Drava, which was active until the beginning of 
the 1970s.  

 All known mills on the River Drava used the water 
wheel with a downward flow as a turbine. The devices for 
energy transfer and mill stones were usually placed at the 
anchored pontoon with the water wheel so that the energy 
was directly transferred from the water wheel to a lesser 
water wheel which was used as a multiplier of the number 
of turns. From the lesser water wheel the energy was 

transferred to two mill stones used to grind the wheat. 
There is an alternative to the transfer of energy from the 
water wheel to the grinding plant, which was used in a 
more expensive but much more efficient process. In such 
constructions the water wheel was at the pontoon and the 
transfer of mechanical energy was conducted via wire-
rope to the mill which was on the river-bank.  
 

 
Figure 1 Mill on the River Drava near Podravske Sesvete (source: the 

private archive of Kovačić Željko from Podravske Sesvete) 

 
The water wheels are developed and perfected even 

today [3], but this is done mainly to exploit the 
gravitational potential energy in small and micro-
hydroenergy power plants which are operating or are 
being constructed [4]. Aside from traditional water wheel 
there are also other forms of turbines meant for the 
exploitation of the hydrokinetic energy such as the 
vertical Darrieus rotor or the Darrieus turbine [5] (Fig. 2). 
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Figure 2 The vertical Darrieus rotor 

 
The Darrieus turbine is meant for the exploitation of 

the wind energy [6, 7], and the wave energy [8, 9], and 
the river current energy [5], the exploitation of the kinetic 
energy of fluids [10]. So the power of the turbine is 
determined from the formulae: 
 

,
2

1 3 AvP                                                                     (1) 

 
where P is the power of the water wheel in kW, η is 
efficiency, v is the speed of the watercourse at a chosen 
location and A is the area of the paddles of the water 
wheel. For the exploitation of the hydrokinetic energy 
precise hydrological measurements are required, which, in 
today’s world, are performed by the ADCP (Acoustic 
Doppler Current Profiler) method [11]. Considering the 
fact that this method is increasingly used in our country 
[12, 13], there are possibilities for its adjustment for the 
determination of the hydrokinetic potential of some 
watercourse in a non-conventional way, as proposed in 
this paper. The measuring of the water flow in Croatia is 
performed by the State Weather Bureau along with a 
company called "Hrvatske vode". Considering that the 
hydrological measurements are performed on many places 
in Croatia, and the ADCP method is more costly than 
traditional ways of measuring, some measurements are 
still performed using less expensive methods such as 
measurement using a buoy or measurement by propeller 
[14]. 

Measuring the flow using a buoy is performed by 
choosing one transversal section of the watercourse which 
is uniform in a certain part of the length. Then, for a string 
of buoys, usually pieces of wood, time that it takes for a 
buoy to cross a certain length of the water flow is 
measured. The speed of the flow is calculated from the 
mean value of the results of several measurements. The 
resulted speed needs to be decreased by a factor of 
correction which gives the estimate of the mean speed as 
opposed to surface speed.  

A more precise way of measuring the speed of the 
water flow is measurement by propeller. Such a 

measuring device consists of an axis with a propeller or 
rotating paddles attached to the end of it. The propeller 
moves freely and the speed of rotation depends on the 
speed of the water flow. A mechanical counter marks the 
number of propeller rotations, and the propeller is placed 
at a desired depth. Such measurements are done 
uniformly throughout the entire section of the watercourse 
and the mean speed is calculated at the end of the 
measurements.  

The above-mentioned ways of measuring are very 
cheap and simple, but contain a series of deficiencies with 
regard to the ADCP method. The main deficiencies are 
that these ways of measuring last longer and are 
considerably less precise and the measurements are 
discontinued. Also, the measurements cannot be 
performed on any place of the watercourse. On the other 
hand, the ADCP method needs one crossing of the boat 
with the ADCP device and a complete and continued 
picture of the water flow is gained in which one can see 
the speeds, depths and distances from the shore.  
 
2 
The model of optimizing the locations of the combined 
hydrokinetic power plant by using the ADCP method 
 

ADCP is a device which, with the help of emission of 
acoustic impulses, and based on the Doppler effect [15], 
determines the flow section (profile) of the observed 
watercourse as well as the speed field division (speed 
profiles) and depths across that flow section, based on 
which the flow of the watercourse is determined [13]. 
While determining the speed of the water flow with the 
ADCP, the sound waves in the ultrasound area are used. 
The usual frequencies are larger than 30.000 Hz, and 
devices based on the 300.000 Hz, 600.000 Hz or 
1.200.000 Hz frequencies are mostly used. Measuring the 
flow speed with the help of the ADCP is based on the 
physical principle of the apparent frequency change, as 
explained by Christian Johann Doppler [15]. The apparent 
frequency change of the determined sound source appears 
when the source moves relatively according to some 
observer. When measuring the water flow speed, the 
ADCP emits an acoustic impulse into the water pillar, 
through its receiver. The receiver simultaneously records 
the returning echo of the signal which reflects off the 
particles suspended in water which are always present in a 
larger or smaller number. The reflected  signal is first 
analyzed and compared with the emitted signal by 
applying the auto-correlation functions and algorithms. 
The reflected signal must have the form similar to the 
originally emitted one. After that, the Doppler shift is 
calculated, out of which the speed of the watercourse 
current is determined, through the formulae: 
  

,cos2 r
SD 

c

v
ff                                                            (2) 

 
where, fD is the Doppler frequency shift, fS is the sound 
frequency from a stable source (from the receiver), vr is 
the relative speed of movement between the sound source 
and the receiver, c is the sound speed and θ is the angle 
between vectors of the relative speed of the boat and the 
direction of the wave trajectory (Fig. 3). At the same time 
the depth is determined in the same manner.  
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Figure 3 The measurement of the flow using the ADCP method [12]. 

 
The ADCP is attached to the boat so that it is 

immersed in the water and pointed toward the bottom of 
the watercourse. In the device’s case four acoustic 
receivers, angled approximately 25° in relation to the 
device's vertical axis, are most commonly placed. Each 
receiver generates its own independent ultrasonic beam 
and determines the speed and depth of the watercourse 
independently. In this manner the device completely 
covers the space beneath it. In the illustrated example the 
ADCP device has been placed on a 50 cm depth, below 
the surface of the river current.  

In order to determine the most suitable micro-
locations for using the hydrokinetic energy in a way 
proposed in this paper it is necessary to determine the 
local maximums of partial speeds and the depth of the 
transversal section of the watercourse. Knowing the local 
maximums of partial speeds is necessary because the 
power of the hydrokinetic power plant depends on the 
third exponent of speed according to (1). The data on 
depths is important as well because the Darrieus rotors are 
immersed into the water beneath the pontoon.  

A concrete example was made based on the 
measurements of the water flow of the River Drava, done 
by the ADCP method, at the measuring station Donji 
Miholjac. The graphical depiction of the measurements, 
adapted for this paper, can be found in Fig. 4. Fig. 4 is 
used exclusively to determine the place with the largest 
depths. For this paper only the speeds at 50 cm depth are 
relevant, and those speeds are specially given by the State 
Weather Bureau. The results of the measurements are 
read from the computer at the State Weather Bureau, and 
then they were transformed into a graphical depiction of 
the dependency of partial speeds and depths to the 
distance from the right river-bank (Fig. 5 with 
accompanying data in Tab. 1).  

For the use of hydrokinetic energy with the method of 
combining the water wheel and the Darrieus turbine, the 
data of the locations with maximum speeds and depths is 
needed. Such places can be determined with the help of 
Fig. 5 so that from the diagram of the middle flow the 
local maximums of partial speeds and the local 
maximums of partial depths can be read. According to the 
local maximums of partial speeds, the most favourable 
locations for the floating hydroelectric power plants are at 
125 m and 145 m from the right river-bank. By observing 

the local maximums of partial depths, the most favourable 
locations are at 145 m and 155 m from the right river-
bank. Taking this into consideration, the most favourable 
location is at 145 m from the right river-bank, where the 
speed is 1,041 m/s, and the depth is 3,41 m. 
 

 
Figure 4 The dependency of partial speeds of the transversal section of 
the River Drava with regard to depth and distance from the right river-

bank for a mean water-level, measuring station Donji Miholjac 

 

 
Figure 5 The dependency of partial speeds and depths of the transversal 
section of the River Drava watercourse with regard to the distance from 

the right river-bank, measuring station Donji Miholjac 

 
The advantage of the ADCP method is that 

favourable micro-locations can be very easily and quickly 
determined. Already, one bisection or one measuring 
could give practically useable results. By analyzing the 
graphical depiction it is necessary to mention that the 
measuring with the ADCP method begins and ends at a 
distance of 5 m from the river-bank due to the length of 
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the boat. But the data collected for distances nearer to the 
river-bank have no significant impact because the water 
nearer to the river-bank has very small speeds. It is also 
significant, for further processing, that the measured 
speeds are related to the depth of 50 cm from the surface 
of the water.  

 
Table 1 Accompanying part of data to Fig. 4 

Accompanying part of data to Fig. 4 

 
Low flow 

(LW) 
Middle flow 

(MF) 
High flow 

(HF) 
Flow / m3/s 260 480 650 
Water level  

/ cm 
–66 52 134 

Date 2008-02-07 2007-10-11 2008-06-05 
 

 
Figure 6 The curve of the flow duration of the River Drava for the 
period between 1990 and 2007, measuring station Donji Miholjac 

 
The yearly measurements of the flow are not 

sufficient to gain a conclusion regarding the energetic 
potential of a certain water flow because the year in which 
the measurements are performed may be extreme in terms 
of precipitation or water flow. Reliable data may be 
gained only by long-term measurements of the water flow 
due to a great variability caused by the usual climate 
variations. So a curve of the water flow between 1990 and 
2007 has been made according to the data of the State 
Weather Bureau (Fig. 6). From the curve of the duration 
of the water flow for an 18-year-long period it can be seen 
that the flow has stochastic characteristics [16, 17], but in 
a lesser degree than with the exploitation of the kinetic 
energy of wind. A significant data for calculating the 
hydrokinetic potential and the power of the turbine is that 
the flow exists throughout the year and that the least 
values of the mean of the water flow are greater than 300 
m3/s. The absolute lowest water flow in this period is 164 
m3/s, and was measured in December 2001. The absolute 
highest water flow was measured in October 1993 and 
was 1897 m3/s. 
 
3  
The method of exploiting the hydrokinetic energy of river 
currents by combining the traditional water wheel and the 
Darrieus turbine 
 

The hydrokinetic energy of river currents has been 
traditionally exploited with the help of the water wheel. 
Considering that the wheel has a relatively small power 
for today’s standards, people have gradually moved on to 

other forms of energy. In recent years, however, non-
conventional ways of using energy have gained more 
emphasis – thus creating the proposal for the use of 
hydrokinetic energy of river currents by combining the 
traditional water wheel and the Darrieus turbine. The 
water wheel is used due to its historic and traditional 
meaning and adding one or more Darrieus turbines is due 
to the increase of the overall power. This combination is 
considered so that on the outside the traditional 
appearance of this hydroenergy object is kept completely, 
as shown on the copy of a part of a design for a small 
village power plant from 1920 (Fig. 7). This is the reason 
why one needs a turbine which is immersed in water in 
order to increase power, and its use is the exploitation of 
the hydrokinetic energy. Such types of turbines are 
vertical turbines, and the most efficient one is the 
Darrieus turbine. The dependence of the power coefficient 
CP on the tip speed ratio λ for various turbines which use 
the kinetic energy of fluids is shown in Fig. 8 according to 
[5] where Savonius and Darrieus are vertical turbines and 
the others are horizontal turbines. Here, tip speed ratio λ is 
defined as 
 

,
v

r

                                                                        (3) 

 
where ω is the rotor’s rotational speed in rad/s, r is the 
rotor’s radius in meters and v is the fluid velocity in m/s. 
 

 
Figure 7 A part of the design of a floating hydroenergy power plant 

from 1920, courtesy of Janči Đuro from Đurđevac 

 
According to Fig. 8 the Darrieus turbine has 

approximately two times greater power coefficient than 
the Savonius turbine which is also vertical. On the other 
hand, the Savonius turbine has the advantage for a small 
tip speed ratio and a smaller torque. Due to these facts this 
paper proposes the Darrieus turbines in a combination 
with the water wheel.  

It is planned that the Darrieus turbines are submerged 
into the water below the supporting section (pontoon) so 
that they are not visible from the outside. According to 
Fig. 7, a plan has been made to set a Darrieus turbine with 
a diameter of 0,9 m and 0,6 m height. Three Darrieus 
turbines are placed beneath the front section of the 
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pontoon so that one turbine (D1) is placed beneath the 
narrower section, and the other two (D2 and D3) are 
parallel beneath the wider section of the pontoon (Fig. 9). 
Between the narrower and the wider section of the 
pontoon is the water wheel. Considering the length of the 
pontoon which is 10 m, three turbines are placed in the 
same manner beneath the back section of the pontoon. 
This means that 6 Darrieus turbines are placed beneath 
the entire pontoon.  

 

 
Figure 8 Performance of various turbines [5] 

 
Considering that on the examined location the given 

speed of the water flow was 1 m/s, the dimensions of the 
Darrieus turbine are taken from the recommendation 
given by [5] for the given speeds. It has been 
recommended that a rotor with 5 blades designing with 
NACA 63-018 is used, where the Reynolds number Re = 
1,5×106, the aspect ratio AR = 10 and solidity value σ = 
0,25.  

Technically useable power PT of such a system of 
turbines is gotten by adding the powers of individual 
turbines, like this: 
 

,
1

DWT 



n

i
iPPP                                                            (3) 

 
where PW is the technically useable power of the water 
wheel, PDi is the technically useable power of the i-th 
Darrieus turbine, and n is the number of the Darrieus 
turbines.  
 

 
Figure 9 The placement of front Darrieus turbines and the water wheel 

in a combined hydrokinetic power plant 

 
Considering that the measuring station Donji 

Miholjac on the River Drava is the most suitable micro-
location for the placement of a combined hydrokinetic 
power plant at 145 m, where the mean speed is 1,04 m/s, 
for determining the overall technically usable power of 

this object we consider the speed of 1 m/s. The efficiency 
of the Darrieus according to [8,9] is η = 0,45. According 
to [5], for the mean speed of the river current v = 1 m/s, 
and the ratio of diameter d = 0,9 m and the rotor height h 
= 0,6 m, which is d : h = 1,5 : 1, technically usable power 
of one turbine is PDi = 1,45 kW. 

The traditional water wheel with a downward flow 
has an efficiency of about 0,2 [10], but a significantly 
larger surface of paddles. The usual length of the water 
wheel was equal to the diameter, which was four meters. 
If the length of the paddle is 0,5 m, it means that the 
surface of the paddles is A = 2 m2 . If the same speed is 
used as was for the Darrieus turbine, which is v = 1 m/s 
this means that the technically usable power of the 
traditional turbine is P = 0,2 kW for the given conditions. 
With a more perfected type of the water wheel, which has 
the paddles placed tangentially [11], the efficiency is 
doubled as with the Poncelet design and is approximately 
40 %. In this case, the output power for the same 
conditions is P = 0,4 kW. Taking into account 6 Darrieus 
turbines have been considered for this hydrokinetic power 
plant, according to (3) and previous calculations of 
individual turbines, a result is given that says the overall 
technically usable power of all turbines for the chosen 
location is 9,11 kW. 

Herein described, hydroelectric power plant’s design 
requires connection power lines and special protection 
systems, regulation unit and system control and data 
acquisition at the connection point to low voltage or 
medium-voltage electricity distribution network 
(including power transformers). Protection system design 
is very similar for all renewable energy sources like for 
wind power plant, described in [18]. 
 
4  
Conclusion 
 

Technically usable power of one hydrokinetic power 
plant made by combining the water wheel and a Darrieus 
turbine at a location chosen with the ADCP method is 
9,11 kW. This is not a large power when compared to the 
usual power of small hydroelectric power plants with a 
range from 500 kW ÷ 5 MW in our country or up to 10 
MW in the countries of European Union. In spite of all 
this, these facts cannot be neglected in such conditions 
where an increasing energy crisis is predicted. Using this 
energy may be a contribution to the fulfilment of 
obligations for increasing energy production from 
renewable sources. Considering that  this is the power of 
only one object of that kind the exploitation of 
hydrokinetic energy could be done in a series of locations. 
Aside from that, it is logical that there are transversal 
sections of smaller areas which necessarily mean greater 
speeds in order to keep the flow at the same value. The 
existence of such places has been confirmed in praxis, 
because water mills were built only on certain locations in 
the past. The ADCP method of measuring partial speeds 
and depths of the watercourse is suitable for determining 
the micro-locations for "Run-of-the-river" hydrokinetic 
power plants, because after the statistical analysis of 
received data and its graphical depiction, the local 
maximums of partial speeds and depths of the transversal 
section of the watercourse can be very precisely 
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determined, which means determining the most 
favourable micro-locations for "Run-of-the-water" 
hydroelectric power plants. 
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