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INITIAL CURRENT REDUCTION OF SYNCHRONOUS MOTORS WITH SALIENT POLES BY 
STATIC CONVERTERS USAGE 
 
Marinko Stojkov, Mirza Atić, Adamir Jahić  
 

Original scientific paper 
The paper analyses the possibility of reducing the initial current of synchronous motor used for powering an excavator in an open coal-pit. The main 
generator group, which consists of three DC generators S = 1250 kW, reaches the torque moment through synchronous motor with salient poles usage, Sr 
= 1250 kW. The motor is accelerated as asynchronous squirrel cage motor, drawing attention to the machine acceleration period till the moment it enters 
synchronism. During this period, lasting up to 15 seconds, it is necessary to connect the rotor winding through a resistor, to start the acceleration as 
asynchronous motor and pull the machine into synchronism. After that, a synchronous motor powers the DC generators and operates as a synchronous 
compensator. The excitation circuits of electromotor were originally powered by the DC generators. Now, these systems are replaced by more efficient 
thyristor static converters. In this way, the excavator efficiency is increased, a faster response of excitation circuit is obtained and initial currents of 
synchronous motor are significantly reduced.  
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Smanjenje struje pokretanja sinhronih motora s istaknutnim polovima pomoću statičkih pretvarača 
 

Izvorni znanstveni članak 
U članku je analizirana mogućnost smanjenja struje pokretanja sinkronih motora za potrebe pogona bagera za otvoreni kop ugljena. Glavna generatorska 
skupina koja se sastoji od tri generatora istosmjerne struje S = 1250 kW dobiva okretni moment pomoću sinkronog motora sa istaknutim polovima Sr = 
1250 kW. Motor se zalijeće kao asinkroni kavezni motor što usmjerava pozornost na period zaleta stroja do ulaska u sinkronizam. Tijekom tog perioda, 
koji traje do 15 sekundi, neophodno je namot rotora spojiti preko otpornika, pokrenuti zalet kao asinkroni motor i uvesti stroj u sinkronizam. Nakon toga 
sinkroni motor pokreće generatore istosmjerne struje i radi kao sinkroni kompenzator. Uzbudni krugovi elektromotora prvotno su bili napajani iz 
generatora istosmjerne struje pogonjenih asinkronim motorom. Sada su ti sustavi zamjenjeni učinkovitijim tiristorskim statičkim pretvaračima. Na ovaj je 
način povećan stupanj korisnog djelovanja bagera, dobiven je brži odziv uzbudnog kruga i značajno su smanjene struje pokretanja sinkronog motora. 
 
Ključne riječi: generatori istosmjerne struje, sinkroni motor, struja pokretanja, tiristorski ispravljač 

 
 
1 Introduction 
 

ES-6/45 dragline excavators, which are primarily 
used for the excavation in the open trench of a coal mine, 
operate on different surfaces during coal mining works. 
These machines are highly productive, operating 24 hours 
a day with the average life span of 40 years and have the 
lowest cost of material removal per unit. For the powering 
of the main generator group, which consists of three DC 
generators with total capacity Sr = 1250 kW, synchronous 
motors with salient poles, rated power S = 630 kV·A, are 
applied. The observed synchronous motor has special 
construction / performance because it accelerates as an 
asynchronous squirrel cage motor. Special attention 
should be paid to the acceleration period of the machine 
till it is pulled into synchronism, which takes up to 15 
seconds. In this period, it is necessary to connect the rotor 
winding through the resistor, start the acceleration as 
asynchronous motor and pull the machine into 
synchronism. After that, a synchronous motor powers the 
DC generators and works as a synchronous compensator. 
Taking into consideration the excavators' manufacturing 
date, technical solutions used at that time and their long 
life span, some original technical solutions have become 
outdated in the meantime, so it is necessary to replace 
them with new, more efficient solutions. The original 
powering by Ward Leonard group, with two DC 
generators powered by asynchronous motors was replaced 
by thyristor static converters. In this way, excavator 
efficiency has been increased, faster response of the 
excitation circuit has been obtained and initial currents of 
synchronous motor have been significantly reduced. 

When selecting static devices for DC powering and 
synchronous motor drivers, it is necessary to take into 
consideration the specifics of the motor drive. 
Synchronous motor is started 3 times in 24 hours. 
Attention should be paid to its electrical characteristics 
and working conditions. The paper presents an approach 
to the selection of an appropriate DC supply of such 
specific high-power electric motors and their impact on 
reducing the initial current of synchronous motor on the 
ES-6/45 excavator. 

For both DC machines excitation circuits and 
synchronous motor power supply, rotational systems of 
Ward Leonard group, with two generators connected to 
the asynchronous motor shaft, were originally used. 
Ward-Leonard groups are nowadays mostly replaced by 
static excitation systems. The main generator group is 
powered by synchronous motor of 630 kV·A, the 
mechanical characteristic of which does not depend on the 
load.  

A synchronous motor with salient poles can be 
described by the following equations [1]:  

The apparent power is presented by formula: 
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Active power is described as: 
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Reactive power is expressed as:  
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And moment is presented by:  
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Fig. 1 shows three different moments: synchronous 

Ms, reluctance Mr and total moment M. 
 

 
Figure 1 The mechanical characteristic of synchronous motor with 

salient poles 
 

Since the machine has specific construction (it 
consists of two machines located in one), we should stress 
the importance of how it is started. In the initial stage the 
synchronous motor actually works as asynchronous, and 
that period is limited to 10 seconds. During the motor 
starting period three DC generators are started, too. 

Although DC generators are unloaded, ample masses of 
the rotor are significant and represent the real load which 
influences the initial current and moment. All electrical 
devices are powered by high voltage cables, which are 
exposed to external influences and which are moved 
together with electrical equipment.  

DC motors which drive the working mechanisms of 
excavators have the constant power supply independent of 
the load, which enables the excavator to freely perform its 
function in different operation modes. Drive mechanisms 
in the excavator operational cycle work at different speed 
and often with different direction of rotation which varies 
widely. This system has special construction because one 
generator supplies two DC motors that drive one working 
mechanism. Therefore, all electric motors require quality 
DC power supply for excitation windings and a 
sufficiently quick response [2]. 

Synchronous motor drives three DC generators 
whereby lifting and digging generators have the installed 
power capacity of 500 kW and the rotating generator 
power capacity of 250 kW, shown in Fig. 2. Lifting and 
digging generators supply electricity to DC motors with 
the installed power capacity of 2 × 190 kW while the 
rotating generator supplies electricity to motors with the 
installed power capacity of 2 × 100 kW. The synchronous 
motor with a relatively high installed power capacity of 
630 kV·A [3] has been designed for DC generators drive. 
For the power supply of excitation circuits of the motor 
and generator, it is necessary to ensure quality DC power 
supply. 

The static excitation systems of synchronous 
machines consist of the following parts:  

 excitation transformer 
 thyristor rectifier 
 digital regulator. 

 

 
Figure 2 Ward Leonard group on the ES-6/45excavator  

 
Therefore, it is extremely important to dimension the 

cables properly, that is, not to over-dimension them for 
easier manipulation, or, more precisely, to reduce 
mechanical damage of electric cables.  

In this way, all three DC generators rotate at a 
constant speed regardless of the load of the motors. In the 
case of torque variation, DC generators would not be able 

to produce the necessary energy for DC motors at higher 
loads. 
 de-excitation circuit 
 overvoltage protection. 

 
Excitation power is obtained through the excitation 

transformer and thyristor rectifier, connected to the 
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synchronous motors connection. In comparison with other 
types of excitation systems, static excitations have the 
following advantages: 
 there are no rotating parts 
 greater reliability 
 high efficiency 
 faster regulation response speed 
 low maintenance costs 
 dimensions independence from machine speed and 

power capacity 
 nonexistence of rotating masses 
 higher regulation speed 
 increased availability. 

 
By installation of microprocessor control units, the 

device acquires the following advantages:  
 great operational speed 
 greater reliability and accuracy 
 better communication and automatization 
 simpler testing and monitoring 
 simpler maintenance 
 accurate repeatability and stability of the preset 

values. 
 

When selecting the excitation system, attention 
should be paid to the compatibility of the device with 
motor operating conditions. In this case, the excitation 
system with thyristors in anti-parallel circuit was used, 
while control and management system is performed by a 
microprocessor. 
 

 
Figure 3 Excitation system scheme 

 
2.1 Ward Leonard system 
 

Ward Leonard system has been implemented since 
1891 and the same system can be found in many power 
systems today. The system consists of a drive motor, 
which is usually asynchronous, and two DC generators. 
On the ES-6/45 excavator the induction motor runs two 
DC generators on its axis, as is shown in Fig. 4. 

 

 
Figure 4 Ward Leonard group  

2 The role of LeBlanc's absorber in synchronous motor 
operation  

 
Synchronous motors with salient poles are not able to 

get started themselves. One way of starting them is the 
usage of LeBlanc's absorber when the machine starts as 
asynchronous motor. To avoid electric shock, the stator is 
connected to a lower voltage ranging between 0,25Ur and 
0,3Ur. The rotor begins to rotate, where the LeBlanc's 
absorber is in fact the rotor in a short circuit. When the 
rotor speed almost reaches synchronous speed of rotation, 
the rotor excitation is carried out to attach it to the stator 
rotation flux and to pull it into synchronism. Finally, the 
voltage is raised to the nominal value and the rotor begins 
to rotate at synchronous speed.  

During the synchronous speed of rotation in 
LeBlanc's winding the voltage is not induced. Out of the 
synchronous speed, a squirrel cage acts like a winding in 
an asynchronous motor (like it is a squirrel cage 
asynchronous motor) while at synchronous speed squirrel 
cage acts like it does not exist. If the rotation speed is 
lower than synchronous speed, the absorber acts as a rotor 
of asynchronous motor and seeks to increase the speed of 
the rotor. At each speed state, the absorber seeks to reduce 
the oscillation amplitude and bring the rotor back into 
synchronism. 

The absorber dumps all magnetic excitation forces 
and fluxes which are rotating with it at synchronous 
speed. Magnetic excitation force and stator flux are the 
result of a series of harmonic components in which only 
one has a wavelength equal to the double pole step, 
whereas all others have 5, 7, 11 ... times lower speed. 
Only the basic wave rotates at synchronous speed with the 
rotor and LeBlanc's absorber. Therefore, only the basic 
wave of stator flux penetrates into the rotor through the 
absorber, while others rotate at a lower speed, in the 
opposite direction. The higher order components of the 
basic flux rotate at speeds that are lower than synchronous 
speed. At the same time, they intersect absorber 
conductors inducing electric forces and currents in them. 
The magnetic effect action of these currents leads to the 
annulment and minimizing of higher harmonics. After the 
higher order fluxes suppression, the electromotive force in 
the stator is cleared of higher harmonic components. 
 
2.1 The Görges phenomenon 
 

During the starting phase of the synchronous motor 
the excitation coil is short-circuited, therefore 
participating in creating the momentum that at certain 
speeds of rotation of the induction motor operates in the 
opposite direction of the asynchronous moment. The 
electromotive force in excitation winding of frequency 

12 fsf   is induced by the rotating magnetic field of the 

stator winding. As a result of the electromotive force in 
the excitation winding, electric current of the 
corresponding frequency flows through the circuit 
creating a pulsating magnetomotive force Fmu. The 
magnetomotive force Fmu 

can be broken down into direct 
Fmud and inverse Fmui 

components. The direct component 
moves in the same direction as the rotating stator's 
magnetic field while the inverse component of the 
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magnetomotive force moves in the opposite direction. In 
relation to the stator's rotating magnetic field, the direct 
component of the magnetomotive force of excitation coil 
Fmud is rotating at the speed ssud )( nnnnn   (rpm), 

while the inverse component of the magnetomotive force 
of the excitation coil Fmui 

has the following speed: 

ssui 2)( nnnnnn  . The voltage of the stator 

winding of frequency defined by (5) is induced by the 
existing rotating magnetomotive force Fmui. 
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The direct component of the magnetomotive force 

Fmud induces voltage in the stator winding with the 
frequency 1f . Due to the influence of the induced voltages 

in the stator, electric currents of the corresponding 
frequencies flow and together with the excitation coil's 
magnetomotive forces Fmud and Fmui generate additional 
stator moments. The resultant torque of the 
magnetomotive force Fmud and the magnetomotive force 
caused by the direct electric current of the stator of 
frequency f1 is useful while starting the electric motor 
because it supports the asynchronous torque. On the other 
hand, the inverse component of the momentum generated 
between 0n and sn5,0 , has the opposite direction in 

comparison with the asynchronous momentum. If angular 
velocity has values higher than 0,5·ns, the frequency of 
inverse component is zero, or, better to say, the inverse 
component disappears completely ,0ui f  Eq. (5).  

 

 
Figure 5 Moments during the induction motor starting:  

1 - asynchronous torque; 2 - torque due to the direct component of the 
excitation coil; 3 - torque due to the inverse components of the 

excitation coil; 4 - total torque 

 
When the rotor speed is lower than 0,5·ns 

the inverse 
field rotates in the opposite direction of the asynchronous 
torque 0)2( s  nn  of the stator field (it supports the 

asynchronous torque). But in the case when the rotor 
speed is higher than

 
0,5·ns, the inverse field rotates in the 

direction of the rotating stator field (it weakens the 
asynchronous torque). The total torque during the starting 
phase of the induction motor is the sum of all developed 
moments, so there is a possibility of the significant 
reduction of the total engine torque due to the inverse 

components causing the discontinuation of the motor 
rotation or reaching a decreased speed (a half speed or 
even less). This phenomenon is called the Görges 
phenomenon and occurs when the load torque is 
significant to move by the induction motor, or when the 
excitation coil develops a large inverse torque [4]. To 
reduce the negative impact of the inverse torque of the 
excitation coil, a resistor with the resistance of 
approximately 10 times higher than the coil's resistance is 
inserted in the excitation coil circuit. This additional 
resistance reduces the operating point of the maximum 
torque value generated by the direct magnetomotive force 
Fmud or, in other words, the operating point moves to 
larger slip values. In the same way the moment curve sag, 
which is a result of the existing inverse component Fmui, is 
either damped or completely absorbed.  
 
3 Initial currents of synchronous motor  
 

Initially, the motors were started directly, i.e. the 
motor was connected directly to the power supply 
network. The initial currents of asynchronous motor are 5 
÷ 7 times higher than the rated current, which has to be 
taken into consideration while designing the cables, and 
according to which the conductors' cross sections are 
dimensioned. The synchronous motor has the nominal 
power of S = 630 kV·A, and the nominal current of I = 72 
A. At the moment of synchronous motor switching on to 
the power supply, the following values are measured: 

 
kW.  152098m ,P   

 
 The reactive power is calculated: 
 

kvar.  263252m ,Q   

 
 The total apparent power which the motor draws from 
the network is: 
 

A.kV ,2
m

2
mm  QPS  

 
 The total apparent power is: 
 

A.kV  33870263252152098 22
P  ,,,S

 
 

At that moment, the initial current of the synchronous 
motor is: 
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Now, we can determine the ratio of the starting and 
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When a synchronous motor is driven by the static 
thyristor excitation system with rectifiers, lower values of 
initial currents are obtained, as shown in Fig. 6. The 
synchronous motor drive has the LeBlanc's absorber 
installed on the rotor which enables it to accelerate as a 
squirrel cage asynchronous motor.  

During the acceleration period such motors draw 
currents higher than the rated current and act as an 
inductance. During the motor starting period the current 
circuit of the rotor is bridged by resistor with resistance of 
R = 10·Rr. This is done to minimize the negative 
consequences of Görge's phenomenon [5] or movement of 
the moment created by the excitation winding. Otherwise, 
there would be a possibility of the motor not achieving 
synchronous speed. During the motor starting period, the 
value of the stator current was higher than the rated 
current and its greatest measured value was: Ip2 = 190,163 
A. The procedure of motor starting (acceleration) lasted 
altogether t1 = 12 s, after which the resistor in the rotor 
circuit was disconnected and the rotor was further excited 
by the current of 191 A which kept it running for the 
following 131 seconds (t2 = 131 s).  
 

 
Figure 6 The power values of synchronous motor during the start-up 

 

 
Figure 7 Initial current of synchronous motor during the first 5 seconds 

 

 
Figure 8 The values of voltage, current and angle during the starting 

period of a synchronous motor with the static excitation system 

 
Figure 9 The values of voltage, current and angle during the starting 

period of a synchronous motor with the static excitation system during 
the first 5 seconds 

 
After replacing Ward Leonard group with static 

thyristor rectifier and synchronous motor starter, the ratio 
of initial and nominal currents intensity at the start of the 
switching on was as follows: 
 

.,
,

I

I
961

A 190,163

A 42372

p2

p1   

 
So, the initial current is reduced by as much as 1,96 

times. The excavator power supply is implemented by 
EpN78 3×35 mm2 cable, in a variable length of 400 m 
(rolled on pulley). Based on the cable manufacturer's 
technical specifications the permissible nominal current 
for that cable is 170 A, while the same specifications state 
that the permissible value for the EpN78 3×25 mm2 cable 
is 137 A. The transformer of 250 kV·A nominal power 
and 6/0,4 kV voltage ratio is located on the excavator as 
well, through which other devices are powered [6].  
 

A. 0596052472TRSM ,,III 
 

 
Since all devices do not work at full load at the same 

time, the maximum current value is lower than 96,05 A 
[8]. So, based on this data, it is possible to replace the 
EpN78 3×35 mm2 power cable with EpN78 3×25 mm2 
power cable and thus achieve a financial profit.  

In addition, the EpN78 3×25 mm2 cable with the total 
length of 400 m (on the pulley) weighs less than the 
EpN78 3×35 mm2 cable [7]. It is 244 kg lighter and also 
16 % cheaper. The cable is normally in usage from 8 to 
10 years, depending on the damage or deterioration. 

Mechanical and electrical consumable parts of 
rotating rectifiers require maintenance. Routine 
maintenance is carried out every year due to difficult 
working conditions, which cause a shorter working life 
span. 

At maximum transformer load, the current would be: 
 

A. 0524
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Therefore, the total maximum load of excavator can be: 
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Table 1 Constructional parameter features of power cables 

Construction 
Maximum electric 
resistance at 20 °C 

Operating 
capacity 

Operating 
inductivity 

Allowed continuous 
current in air 

Weight 

Measurement unit Ω/km nF/km mH/km A kg/km 
3×25 mm2+3×10 mm2 0,795 0,34 0,348 137 3760 
3×35 mm2+3×10 mm2 0,565 0,39 0,328 170 4370 

 
Installation of stationary devices increases the 

reliability of excitation circuits power supply and reduces 
initial currents. The total value of current is reduced as 
well, which allows the power supply cables to be 
designed with smaller cross sections.  

 
5 Harmonic distortion 
 

The substitution of a rotary device for a static device 
has caused the changes in the harmonics of electrical 
networks. The most common causes of non-linear 
harmonics are consumers who generate non sinusoidal 
current's wave forms and inject them into the power 
system. Harmonics deviation can cause serious long term 
consequences [8] in the power networks. The most 
important consequences are: 
 Increased heating of the transformers and the neutral 

conductors due to the current harmonics of higher 
frequency which is the multiplier of number 3.  

 Impact on the capacitor (damage due to the increased 
voltage and current); 

 Impact on the protective devices (incorrect response); 
 Impact on the accuracy of measurement display 

device 
 The neutral conductor is usually not overload 

protected, so an increased level of the 3rd harmonics 
can cause overheating. 

 Power transformer heating is caused by higher 
harmonics and the consequence is the reduction of 
the rated power of power transformers. 

 

 
Figure 10 The values of harmonics for current Ip1 

 

 
Figure 11 The values of harmonics for current Ip2 

 

The emergence of Harmonics in the power system 
causes interferences in the telecommunication lines. 

Although power losses are reduced by static 
excitation device installation instead of the classic 
approach to excitation, the distortion of the current and 
voltage wave forms are significantly increased, (Fig. 11). 
 

Table 2 Values of individual current harmonics 
 IP1 / A IP2 / A 

Harmonics DC Generator 
Static 

Excitation 
1 360 191 
2 5 10 
3 78 56 
4 5 4 
5 42 14 
6 4 4 
7 35 11 
8 4 4 
9 20 10 

10 4 3 
11 20 5 
12 4 3 
13 10 5 
14 4 2 
15 9 3 

THDI / % 27,85 31,47 
 
6 Conclusion  
 

Devices that have a long working life span become 
outdated over time and it is necessary to improve some 
technical solutions, while keeping pace with new 
technological advances. Synchronous motors were 
originally DC powered from the rotation devices. Today, 
static devices serve that purpose, and one of the 
performances employs thyristor rectifiers. Static rectifiers, 
in comparison with rotation devices, are more efficient 
and therefore consume less power, which results in the 
usage of supplying power cables with smaller cross 
sections and reduces overall power consumption of the 
excavator. With the proper selection of static devices, it is 
possible to reduce electricity consumption significantly 
and, in addition, increase the reliability of the drive. The 
proper selection of devices requires a quality analysis of 
the electromotive drive and takes into account the 
specificities of driving device. The synchronous motor, 
which has LeBlanc's absorber installed in stator poles and 
by which it starts as an asynchronous motor, has been 
observed here. In this way, the initial currents are reduced 
and thus the load of high voltage electrical equipment. 
Also, overheating of power cables and electric motors is 
reduced. Since the initial currents are decreased by 1,9 
times, during the modernization process it will be possible 
to design cables with smaller cross sections, which will 
inevitably lead to lower costs and less damage of power 
cables which are in constant motion. 

 



M. Stojkov et al.                                                                                          Smanjenje struje pokretanja sinhronih motora s istaknutnim polovima pomoću statičkih pretvarača 

Tehnički vjesnik 20, 1(2013), 43-49                                                                                                                                                                                                                   49 

7 References  
 
[1] Fischer, R. Elektrische Maschinen // Hanser Verlag, 2004. 
[2] Jadrić, M.; Frančić, B. Dinamika električnih strojeva // 

Zagreb Graphis, 2004. 
[3] Chinnathambi, G.; Kaliaperumal, B. Power Loss 

Minimizing Control of Cascaded Multilevel Inverter with 
Efficient Hybrid Carrier Based Space Vector Modulation. // 
IJECES, 1, 1(2010). 

[4] Jurković, B. Elektromotorni pogoni // Školska knjiga, 
Zagreb, 4th Edition, 1990. 

[5] Klaić, Z.; Nikolovski, S.; Kraus, Z. Voltage variation 
performance indices in distribution network. // Technical 
Gazette, 18, 4(2011), pp. 547-551. 

[6] Vukašinović, N.; Možina, J.; Duhovnik, J. Correlation 
between Incident Angle, Measurement Distance, Object 
Colour and the Number of Acquired Points at CNC Laser 
Scanning. // Journal of Mechanical Engineering, 58, 
1(2012), pp. 23-28. 

[7] ELKA, www.elka.hr 
[8] Stojkov, M.; Trupinić, K.; Nikolovski, S. Procedure for 

determination of harmonic distortion along the distribution 
network // Technical Gazette, 16, 4(2009), pp. 19-26. 

 
 

Authors' addresses 
 
Marinko Stojkov, PhD, Associate Professor 
Josip Juraj Strossmayer University of Osijek 
Mechanical Engineering Faculty in Slavonski Brod 
Trg Ivane Brlić-Mažuranić 2 
35000 Slavonski Brod, Croatia 
E-mail: mstojkov@sfsb.hr 
 
Mirza Atić, M.Sc. 
Gealan doo 
M. Maka Dizdara B-8 
BA-75000 Tuzla 
E-mail: eming@bih.net.ba 
 
Adamir Jahić, M.Sc. 
JP EP BiH,  
DSO ED Tuzla 
BA-75000 Tuzla 
E-mail: adamir_j@bih.net.ba 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /CMYK
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /BGR <>
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e9ad88d2891cf76845370524d53705237300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc9ad854c18cea76845370524d5370523786557406300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /ETI <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata najpogodnijih za visokokvalitetni ispis prije tiskanja koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA <>
    /JPN <FEFF9ad854c18cea306a30d730ea30d730ec30b951fa529b7528002000410064006f0062006500200050004400460020658766f8306e4f5c6210306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103055308c305f0020005000440046002030d530a130a430eb306f3001004100630072006f0062006100740020304a30883073002000410064006f00620065002000520065006100640065007200200035002e003000204ee5964d3067958b304f30533068304c3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020ace0d488c9c80020c2dcd5d80020c778c1c4c5d00020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /LTH <>
    /LVI <>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken die zijn geoptimaliseerd voor prepress-afdrukken van hoge kwaliteit. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SKY <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /UKR <>
    /ENU (Use these settings to create Adobe PDF documents best suited for high-quality prepress printing.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /DocumentCMYK
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


